POUR AGAINST
UNDISTURBED SOIL /\O PIPE TO BE ABANDONDED

PLUG PIPE WITH 12"
CEMENT MORTAR

(C) 1/4" STEEL PLATE

FOR BEARING AREA SIZE
CHART BELOW

SI=IEIE

CLASS A2 CONCRETE
THRUST BLOCK
(600-C-2500)

(B) WOOD SPACER
TO BE WEDGED BETWEEN
PLATE AND STRUT

(A) WOOD STRUT

MECHANICAL

JOINT CAP
\ 2" CHLORINATION ASSEMBLY
| SEE WDS-110
[
PIPE BEARING AREA A B C
SIZE | (SQUARE FEET) |INCHES|INCHES|INCHES
INCHES
6 2 4x4 2x6x14 | 12x12
8 4 4x4 2x6x14 | 12x12
10 5.5 6x6 2x8x18 | 16x16
12 8 6x6 2x8x18 | 16x16

WATER MAIN CUT AND PLUG WDS - 121
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Long BeachWater |24+ Qb o M
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