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RECOMMENDED

DIRECTOR OF ENGINEERING

SCALE: N.T.S.

DEPUTY GENERAL MANAGER / CHIEF ENGINEER

APPROVED

NOTES :

1. REMOVE VALVE BOX AND COVER, SALVAGE, AND DELIVER TO LBWD.

12"

REMOVE AND REPLACE PCC/ACC

PAVEMENT TO LIMITS OF SAWCUT LINES IN

ACCORDANCE WITH WDS-406 AND

JURISDICTIONAL AGENCY PERMIT

REQUIREMENTS

SAWCUT (TYP)

REMOVE EXISTING

CAST IRON VALVE

BOX AND LID

EXISTING AC

PAVEMENT

REMOVE EXISTING

CONCRETE COLLAR

COMPLETELY REMOVE

EXISTING RISER PIPE

LBWD TO CLOSE EXISTING VALVE

BEFORE BACKFILLING.

CONTRACTOR TO COORDINATE

WORK EFFORTS WITH LBWD

BACKFILL PER

WDS-406

(TYP)


